


(E)DISPATCH

(E)BREAKROOM

(E)OPS
ASSISTANT

(E)OPS
SUPERVISOR

(E)COUNTING
OFFICE

(E)ELEC.(E)IT/PHONE

(E)MAINT.

(E)IT (CITY)

(E)HALLWAY

(E)IT

(E)KITCHENETTE

(E)CONFERENCE

(E)STORAGE

(E)TICKET
OFFICE

(E)LOBBY

(E)JAN / STOR.

(E)WOMEN'S

(E)MEN'S

(E)WOMEN'S(E)MEN'S

EXITEXIT

EXIT

EXIT

E
X

IT
IN

G
 =

 4
5

ACCESSORY 

AREA

F.E.

F.E.

DISTANCE TO 
EXIT = 70'

COVERED ENTRY

COVERED ENTRY

EXIT

358 SF

CONFERENCE

194 SF

LOBBY
393 SF

RECEPTION

132 SF

WORK

181 SF

WORK

233 SF

MANAGER

167 SF

TMC

222 SF

BREAKROOM

59 SF

TLT

60 SF

TLT

21 SF

STORAGE

21 SF

I.T.

21 SF

STORAGE

O.L.F. = 100

2 OCCUPANTS

O.L.F. = 100

1 OCCUPANTS

O.L.F. = 15

24  OCCUPANTS

O.L.F. = 100

2 OCCUPANTS

O.L.F. = 100

1 OCCUPANTS

O.L.F. = 15

13 OCCUPANTS

O.L.F. = 100

2 OCCUPANTS

ACCESSORY 

AREA

ACCESSORY 

AREA

ACCESSORY 

AREA

1
8
"

60" 48"

1
2
"

(E) HI-LOW 
ACCESSIBLE 
DRINKING 
FOUNTAIN

M
IN

1
'-6

"

NEW EXISTING 

WALL TYPE LEGEND

INTERIOR FURRED WALL - 3 5/8"x18 GA. METAL STUDS W/ 5/8" 
GYP. BD. AT INTERIOR. SEE DETAIL

INTERIOR WALL - 3 5/8"x18 GA. METAL STUDS W/ 5/8" GYP. BD. 
BOTH SIDES. SEE DETAIL

INTERIOR WALL - 6"x18 GA. METAL STUDS W/ 5/8" GYP. BD. BOTH 
SIDES. SEE DETAIL

EXISTING INTERIOR WALL - 2X STUDS W/ 5/8" GYP. BD. BOTH SIDES

EXISTING EXTERIOR WALL - 2X STUDS W/ R-19 ALUMINUM 
COMPOSITE PANELS  AT EXTERIOR ADD 5/8" GYP. INTERIOR SIDE

TYPE A

TYPE B 

TYPE C 

(E) EXTERIOR  & INTERIOR WALL - 2X STUDS W/ STONE VENEER 
AT EXTERIOR. ADD 5/8" GYP. INTERIOR SIDE

/1 A8.3

/1 A8.3

/1 A8.3
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 3/16" = 1'-0"1
CODE ANALYSIS PLAN

CODE ANALYSIS

1.

2. 

FLOOR AREA PER OCCUPANT CALCULATED AS FOLLOWS -

BUSINESS AREA = 100 SF PER OCCUPANT
MEETING AREA = 15 SF PER OCCUPANT

ACCESSORY SPACES SUCH AS RESTROOMS, PASSAGE WAYS, UTILITY ROOMS, AND BREAK ROOMS 
HAVE BEEN OMITTED FROM THE OCCUPIABLE SQUARE FOOTAGE.

SHEET NOTES

APPLICABLE CODES:

2016 CALIFORNIA ADMINISTRATIVE CODE (CAC)
PART 1, TITLE 24, CALIFORNIA CODE OF REGULATIONS (CCR)

2016 CALIFORNIA BUILDING CODE (CBC)
PART 2, TITLE 24, CCR
BASED ON THE 2015 INTERNATIONAL BUILDING CODE (IBC)

2016 CALIFORNIA ELECTRICAL CODE (CEC)
PART 3, TITLE 24, CCR
BASED ON THE 2014 NATIONAL ELECTRICAL CODE (NEC)

2016 CALIFORNIA MECHANICAL CODE (CMC)
PART 4, TITLE 24, CCR
BASED ON THE 2015 UNIFORM MECHANICAL CODE (UMC)

2016 CALIFORNIA PLUMBING CODE (CPC)
PART 5, TITLE 24, CCR
BASED ON THE 2015 UNIFORM PLUMBING CODE (UPC)

2016 CALIFORNIA FIRE CODE (CFC)
PART 9, TITLE 24, CCR
BASED ON THE 2015 INTERNATIONAL FIRE CODE (IFC)

BUILDING AREA ANALYSIS:

BUILDING AREA: 6,092 S.F.
CONSTRUCTION TYPE: VB
OCCUPANCY TYPE: B
STORIES: 1
FIRE SPRINKLERS:  YES

BASIC ALLOWABLE AREA (CBC TABLE 503): 9,000 S.F.
SPRINKLERS (X2) :                                              18,000 S.F.
TOTAL ALLOWABLE:                                          36,000 S.F.

36,000 S.F. > 6,092 S.F., THEREFORE OK

ALLOWABLE STORIES = 2 > 1, THEREFORE OK

FIRE-SEPARATION REQUIREMENTS (CBC TABLES 602 AND 705.8):
BUILDING IS GREATER THAN 10’ FROM ALL PROPERTY LINES, 
THEREFORE EXTERIOR WALLS DO NOT REQUIRE PROTECTION

BUILDING IS GREATER THAN 25’ FROM ALL PROPERTY LINES,
THEREFORE EXTERIOR WALL OPENINGS DO NOT REQUIRE PROTECTION

EXITING / EGRESS REQUIREMENTS:
EXITS REQUIRED = 2
EXITS PROVIDED = 2

MAXIMUM TRAVEL DISTANCE TO EXIT (CBC TABLE 1016.2) – 300’

CORRIDOR/LOBBY RATING (CBC TABLE 1018.1)– NON-RATED 

MINIMUM CORRIDOR WIDTH (CBC TABLE 1018.2) – 44”

PLUMBING FIXTURE ANALYSIS

TYPE OF OCCUPANCY: B (BUSINESS)

OCCUPANT LOAD FACTOR: 200 (CPC TABLE 422.1, TABLE A)

OCCUPIED AREA: 3843 S.F.

OCCUPANTS: 3,843/200 = 19  (10 MALE, 10 FEMALE)

FIXTURES REQUIRED (CPC TABLE 422.1):

WATER CLOSETS: 1 MALE, 1 FEMALE
LAVATORIES: 1 MALE, 1 FEMALE

FIXTURES PROVIDED:

WATER CLOSETS: 2 MALE, 2 FEMALE
LAVATORIES: 1 MALE, 1 FEMALE
SERVICE SINK 1

N
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C

GOLDEN STATE BOULEVARD

(E) TRANSIT 
BUILDING

BUS 
O

NLY

PEDESTRIAN 
PLAZA

LEV

LEV

LEV

LEV

NO 
PARKING

NO 
PARKING

LEV

LEV

LEV

LEV

53
'-8

" +
/-

BUS 
O

NLY

(E) SHADE STRUCTURE

TYP.

9'-0"

AREA OF 
WORK

EXISTING 
PARKING

(E) LOW EMISSIONS 
VEHICLE PARKING -TYP

(E) ELECTRIC VEHICLE
CHARGING STATION - TYP

(E) ACCESSIBLE
PARKING - TYP.

EXISTING PUBLIC
SIDEWALK

(E) ACCESSIBLE
WALKWAY - TYP.

(E) BIKE RACK
(12 SPACES)

(E) LONG TERM
BIKE STORAGE
(1 SPACE)

INDICATES ACCESSIBLE PATH
OF TRAVEL - TYPICAL.

(E) LANDSCAPE

(E) LANDSCAPE
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3

A5.1

(E)LOBBY

(E)JAN / STOR.

(E)WOMEN'S

(E)MEN'S

2
 x

 4

5'-0 1/2" 3'-0"

BREAKROOM

110

TLT

111

TLT

112

CONFERENCE

103

STORAGE

103A

I.T.

108

STORAGE

106

LOBBY

101

RECEPTION

102

WORK

105

WORK

104

MANAGER

107

TMC

109

11'-3" 11'-1" 7'-0" 10'-7"

39'-11"

1
0
'-0

 1
/2

"
1
9
'-1

"
1
4
'-1

1
"

1
1
'-1

0
"

5
5
'-1

0
 1

/2
"

18'-4" 13'-7 1/2" 7'-6"

12'-10 1/2" 5'-6" 3'-6" 17'-8"

1
9

'-
7

"
8

'-
8

"
8

'-
1

"

5'-1 1/2"

2
'-
0

"

107A

105A

104A

102A

103A

103B

W1

W1

109A

110A 112A

111A

6
'-5

"

1'-8"

A6.3 1B

1A

1D

1C

A6.2 2B

A6.2 1B

A6.1 2B
A6.1 1F

A6.1 1BA6.1 1E

A6.4 1C

A6.3

2C

1G
2D

2C

2A

1A

1D

1C

2A

2D

2C

2A

2D 2B

1D

1A

1B

1D

1C

1A

A6.4

2C

2A

2D 2B

TYP

6

A8.4

7
'-8

"
9
'-4

"
9
'-4

"

7

A8.4

107A

108A

103C

NOTE:
OFFICE FURNITURE N.I.C.

106A

C
L
R

1
8
"

C
L
R

1
8
"

4
'-
6

"
2

'-
2

"

1
6
'-8

 1
/2

"
1
9
'-7

"
2
'-0

"

7
'-2

"
7
'-2

"

C
L
E

A
R

3
6
" 

M
IN

5
'-7

"
1
0
'-0

"

E101A

E
1
0

1
B

E110A

M
IN

1
'-6

"

MIN.

1'-0" CLR.

1

WALL TYPE LEGEND

INTERIOR FURRED WALL - 3 5/8"x18 GA. METAL STUDS W/ 5/8" 
GYP. BD. AT INTERIOR. SEE DETAIL

INTERIOR WALL - 3 5/8"x18 GA. METAL STUDS W/ 5/8" GYP. BD. 
BOTH SIDES. SEE DETAIL

INTERIOR WALL - 6"x18 GA. METAL STUDS W/ 5/8" GYP. BD. BOTH 
SIDES. SEE DETAIL

EXISTING INTERIOR WALL - 2X STUDS W/ 5/8" GYP. BD. BOTH SIDES

EXISTING EXTERIOR WALL - 2X STUDS W/ R-19 ALUMINUM 
COMPOSITE PANELS  AT EXTERIOR ADD 5/8" GYP. INTERIOR SIDE

TYPE A

TYPE B 

TYPE C 

(E) EXTERIOR  & INTERIOR WALL - 2X STUDS W/ STONE VENEER 
AT EXTERIOR. ADD 5/8" GYP. INTERIOR SIDE

/1 A8.3

/1 A8.3

/1 A8.3
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FINISH LEGEND

FLOORS

CARPET

CA-1 12" X 12" CARPET SQUARES

SHEET VINYL (SV)

VCT-1 VINYL COMPOSITION TILE

TILE (T)
T-1 12" X 24" PORCELAIN TILE

WALLS

GYPSUM BOARD (GB)

GB-1 GYPSUM BOARD, LEVEL 5 FINISH, TAPE, SEAL, TEXTURE, PRIME AND 
PAINT

TILE (T)
T-2 12" X 24" PORCELAIN TILE, RUNNING BOND PATTERN TO 4'-6" A.F.F.

BASE

RUBBER BASE (RB)

RB-1 4" RUBBER BASE

TILE (TB)

TB-1 12" X 6" COVED PORCELAIN TILE BASE

NOTE:   SEE INTERIOR ELEVATIONS AND SPECIFICATIONS FOR ADDITIONAL INFORMATION

(E)WOMEN'S

(E)MEN'S

2 x 8 2 x 8 2 x 8

2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8

2 x 8 2 x 8 2 x 8

2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8

2 x 8 2 x 8 2 x 8

WORK

WORK

RECEPTION

LOBBY

CONFERENCEMANAGER

TMC

BREAKROOM

TLT

TLT

STORAGE

I.T.

STORAGE

CA
1

GB
1

RB
1
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TYPE
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WALL FINISH
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4" CONCRETE SLAB-ON-GRADE
W/ #3 @ 12" O.C. EA. WAY CENTERED IN SLAB
O/ 2" SAND O/ VAPOR BARRIER
O/ 4" CRUSHED GRAVEL
O/ NATIVE SOIL SCARIFIED TO AT LEAST 12"
MOISTURE CONDITIONED AND COMPACTED
TO A MINIMUM OF 90%

PROVIDE COMPACTION TEST & SURVEY LETTER
UPON FOUNDATION INSPECTION

(E) HSS COLUMN,
TYPICAL

(E) 6x6 POST,
TYPICAL

(E) 4x8 POST,
TYPICAL (E) CONT. FTG.

(E) 4x8 POST,
TYP

(E) 4x6 POST, 
TYPICAL

(E) CONT. FTG.

(E) FOOTING W/ EXPOSED 
#4 @ 24" O.C., TYPICAL.

2

A1.4

2

A1.4

SIM

(E) EXTERIOR WALL

(E) CONC. FTG.

(E) #4 DOWELS @ 16" O.C.
(18" O.C. @ EXTERIOR)

4" CONC. SOG - SEE PLAN

.

2" SAND O/ VAPOR BARRIER
O/ 4" CHRUSHED GRAVEL
O/ NATIVE SOIL SCARIFIED TO AT LEAST 12"
MOISTURE CONDITIONED AND COMPACTED
TO A MINIMUM OF 90%
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 1/4" = 1'-0"1
FLOOR AND WALL FINISH PLAN
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SLAB ON GRADE @ (E) FTG
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5/8" GYPSUM BOARD CEILING, LEVEL 5 
FINISH, TAPE, SEAL, TEXTURE, PRIME 
AND PAINT - SEE SPECIFICATIONS

CEILING HEIGHT - TO FACE OF FINISH (U.O.N.)X'-X"

LIGHT FIXTURE - SEE ELECTRICAL PLANS

MECHANICAL SUPPLY REGISTER - SEE MECHANICAL PLANS

MECHANICAL RETURN REGISTER - SEE MECHANICAL PLANS

CEILING LEGEND

2X4 SUSPENDED ACOUSTICAL CEILING 
TILES - LAY-IN - (NON-RATED) W/ 
HEAVY DUTY GRID - SEE 
SPECIFICATIONS AND DETAIL

1

A8.5

MECHANICAL EXHAUST REGISTER - SEE MECHANICAL PLANS

LIGHT FIXTURE - SEE ELECTRICAL PLANS

LIGHT FIXTURE - SEE ELECTRICAL PLANS

LIGHT FIXTURE - SEE ELECTRICAL PLANS

24X30 CEILING ACCESS HATCH 
5

A8.6

(E)MEN'S

(E)WOMEN'S

(E)JAN / STOR.

(E)LOBBY

OPEN 
TO 

ABOVE

10' - 0"

10' - 0"

10' - 0"

10' - 0"

10' - 0"

10' - 0"

9' - 0"

10' - 0"

10' - 0"

10' - 0"

10' - 0"

10' - 0"

8' - 0"

8' - 0"

TMC

109

BREAKROOM

110

TLT

111

TLT

112

CONFERENCE

103

STORAGE

103A

I.T.

108

STORAGE

106

WORK

105

MANAGER

107

RECEPTION

102

LOBBY

101

WORK

104

2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8
2
 x

 8

2 x 8 2 x 8 2 x 8

3

A8.6

W.H.@ ATTIC
4

A8.6

C-32213

B
A

R
RETT M. L IPO

M

R
EN . 8 -31 -1

9

L
IC

E
NSED ARCH ITE

C
T

S
T

A

T
E

O F C A L I F O
R

N
I
A

I

1 2 3 4

IF THIS SHEET IS NOT 36"x24", IT HAS BEEN RESIZED - SCALE ACCORDINGLY 
0 1/4" 1/2" 1" 2" 

SHEET NUMBER

SHEET TITLE

SHEET DETAILS

DRAWN BY:

CHECKED BY:

COPYRIGHT:   © PLN ARCHITECTS 2018

PROJECT REVISIONS

PLN PROJECT NO:

PROJECT DETAILS

SUBMITTAL DATE:

1217 J Street 
Modesto, CA 95354

209.522.8900  
www.plnarchitects.com

CONSULTING ENGINEER

AN ARCHITECTURAL CORPORATION

ARCHITECT OF RECORD

C

B

A

AHJ#

9
/2

6
/2

0
1

8
 4

:5
8
:1

9
 P

M
C

:\
U

s
e
rs

\B
a
rr

e
tt
\D

o
c
u
m

e
n

ts
\1

8
0

1
4

_
T

R
T

C
_

P
h

a
s
e

 3
 T

I_
C

E
N

T
R

A
L
-1

7
_

b
a

rr
e

tt
.r

v
t

A2.1

PROPOSED REFLECTED
CEILING PLAN

R
O

G
E

R
 K

. 
F

A
L
L
 T

R
A

N
S

IT
C

E
N

T
E

R

DP

BL

1
4
1
8
 N

. 
G

O
L
D

E
N

 S
T

A
T

E
 B

L
V

D
.

T
U

R
L
O

C
K

, 
C

A
 9

5
3
8
0

18014

C
IT

Y
 O

F
 T

U
R

L
O

C
K

P
H

A
S

E
 3

 T
I

 1/4" = 1'-0"1
PROPOSED REFLECTED CEILING PLAN
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1

1

3

3

5 6

6

B

C

D

D

H H

J J

7

7

4

4

A

E

G G

F

2 3.1

3.1

3.2

3.2

1
/2

" 
/ 
1
'-
0
"

1/2" / 1'-0"

1/2" / 1'-0"

1
/2

" 
/ 
1
'-
0
"

1/2" / 1'-0"

OUTLINE OF WALL BELOW

OUTLINE OF 
WALL BELOW1

/2
" 

/ 
1
'-
0
"

1
/2

" 
/ 
1
'-
0
"

RIDGE

(E) HVAC 
UNIT

2 x 8

2
 x

 8

(N) ROOF 
WALKWAY 
PADS - TYP.

(E) 30" X 36" ROOF 
ACCESS SCUTTLE

(E) 30" X 36" 
ACCESS 
DOOR IN 
PARAPET

(E) HVAC 
UNIT

(E) HVAC 
UNIT

(E) HVAC 
UNIT

ROOFTOP MECHANICAL UNIT 
INSTALLED ON CURB - SEE 
MECHANICAL PLAN FOR 
ADDITIONAL INFORMATION -
TYP. OF 3 - SEE ALSO DETAIL 
3/A3.1

EXHAUST FAN - SEE 
MECH. DRAWINGS 
AND DETAIL 2/A3.1

(E) 2-PLY MODIFIED BITUMEN 
ROOF SYSTEM O/ 1/2" ROOF 
BOARD O/ PLYWOOD DECK -
PROTECT DURING 
CONSTRUCTION 

1/2" ROOF BOARD O/ ROOF
DECK ASSEMBLY - SEE ROOF 
PLAN

CONTINUE ROOFING UP 
BACKSIDEAND OVER 
TOP OF CURB

ROOF MEMBRANE - SEE 
SPECS

CONT. CANT STRIP

EXHAUST FAN - SEE 
MECHANICAL DRAWINGS

ATTACH PER MFR. 
SPECIFICATIONS

NOTE: SEE MECHANICAL 
DRAWINGS
FOR ADDITIONAL INFORMATION.

CONTINUE ROOFING UP TO 
OF CURB

ROOF MEMBRANE -
SEE SPECS

CONT. CANT STRIP

1/2" ROOF BOARD O/ 
ROOF DECK ASSEMBLY -
SEE ROOF PLAN

MECHANICAL EQUIPMENT -
SEE MECHANICAL 
DRAWINGS

CONT. BEAD OF SEALANT

8
" 

M
IN

.

BASE FLASHING

FASTENER 8" O.C.

FLASHING & RECEIVER

2X WD. NAILER

NOTE: SEE MECHANICAL 
DRAWINGS
FOR ADDITIONAL INFORMATION.

TJI - SEE STRUCTURAL

C-32213

B
A

R
RETT M. L IPO

M

R
EN . 8 -31 -1

9

L
IC

E
NSED ARCH ITE

C
T

S
T

A

T
E

O F C A L I F O
R

N
I
A

I

1 2 3 4

IF THIS SHEET IS NOT 36"x24", IT HAS BEEN RESIZED - SCALE ACCORDINGLY 
0 1/4" 1/2" 1" 2" 

SHEET NUMBER

SHEET TITLE

SHEET DETAILS

DRAWN BY:

CHECKED BY:

COPYRIGHT:   © PLN ARCHITECTS 2018

PROJECT REVISIONS

PLN PROJECT NO:

PROJECT DETAILS

SUBMITTAL DATE:

1217 J Street 
Modesto, CA 95354

209.522.8900  
www.plnarchitects.com

CONSULTING ENGINEER

AN ARCHITECTURAL CORPORATION

ARCHITECT OF RECORD

C

B

A

AHJ#

9
/2

6
/2

0
1

8
 4

:5
8
:2

0
 P

M
C

:\
U

s
e
rs

\B
a
rr

e
tt
\D

o
c
u
m

e
n

ts
\1

8
0

1
4

_
T

R
T

C
_

P
h

a
s
e

 3
 T

I_
C

E
N

T
R

A
L
-1

7
_

b
a

rr
e

tt
.r

v
t

A3.1
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1 09/10/18 BACKCHECK 1

 1/8" = 1'-0"1
ROOF PLAN

 3" = 1'-0"2
EXHAUST FAN DETAIL

 3" = 1'-0"3
ROOF CURB DETAIL

1



R
E

F
.

PARAPET B
19' - 6"

PARAPET A
16' - 6"

109A

BREAKROOM

110

TLT

112

MANAGER

107

CONCRETE SLAB-ON-GRADE
SEE FOUNDATION PLAN A1.4

R-38 INSULATION

9

A8.3

8

A8.3
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 3/8" = 1'-0"3
BUILDING SECTION
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2
'-6

"

6'-9 1/2" 2'-11 1/2"

9'-9 1/2"

2
7
" 

M
IN

. 
C

L
E

A
R

7

A8.4

6

A8.4

2
'-6

"3
'-6

"

9
'-0

" 1
0
'-0

"

6'-0"

2
'-6

"4
'-1

0
"

3
'-2

"
2
'-0

"

6'-0"

12

A8.4

SIM

2
'-6

"

2
'-6

"
2
'-0

"
1
'-4

"

VERIFY IN FIELD

EQ EQ EQ

KEYNOTE LEGEND

1

2

3

4

5

6

7

P.LAM COUNTER TOP

P.LAM UPPER CASEWORK

P.LAM LOWER CASEWORK

DOOR - SEE FLOOR PLAN

(E) STOREFRONT ASSEMBLY

MODULAR SYSTENS FURNITURE - SEE SPECS

WALL BASE - TYPICAL
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3/8" = 1'-0"

SCALE101 & 102  - LOBBY & RECEPTION - INTERIOR ELEVATIONS1

1B
EAST

1C
SOUTH

1D
WEST

1E
EAST

1A
NORTH

3/8" = 1'-0"

SCALE104 - WORK - INTERIOR ELEVATIONS2

1G
WEST

1F
EAST

2A
NORTH

2B
EAST

2C
SOUTH

2D
WEST

5

544

1

5

1

3

5

4

1

4

4

1

2

1

6 4

1

6

5

6
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T
Y

P
 I
N

 T
L
T

 R
M

4
'-6

"

1

SIDE GRAB BAR - SEE

2

REAR GRAB BAR - SEE

3

WATER CLOSET - SEE              & PLUMBING DRAWINGS

4

5

6 COMBO PAPER TOWEL DISPENSER AND RECEPTACLE - SEE

7 SOAP DISPENSER - SEE

10 SEAT COVER DISPENSER -  SEE

KEYNOTE LEGEND

8 LAVATORY - SEE            

9 SEMI-RECESSED PAPER TOWEL DISPENSER & WASTE RECEPTACLE

11 TOILET PAPER DISPENSER - SEE

12 MIRROR

/1 A8.1

/1 A8.1

/1 A8.2

/3 A8.1

/3 A8.1

/3 A8.1

/3 A8.1

/2 A8.1

WALL BASE - SEE SPECS

DOOR - SEE FLOOR PLAN

NOTE:  SEE SPECIFICATIONS FOR TOILET ACCESSORIES
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3/8" = 1'-0"

SCALE101 & 102  - CONFERENCE ROOM - INTERIOR ELEVATIONS1

1A
103 - CONFERENCE - NORTH

1C
103 - CONFERENCE - EAST

1B
103 - CONFERENCE - SOUTH

1D
103 - CONFERENCE - WEST

22

2

2A
112 - TLT - NORTH

2B
112 - TLT - EAST

2C
112 - TLT - SOUTH

2D
112 - TLT - WEST

12

6

8

7

4

5 5 11

3

10

8

6

2

3/8" = 1'-0"

SCALE111 & 112  - TOILETS - INTERIOR ELEVATIONS2

1

1 1

1
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KEYNOTE LEGEND

8

P.LAM COUNTER TOP

P.LAM UPPER CASEWORK W/ LIGHTING ELEMENT AT UNDERSIDE

P.LAM LOWER CASEWORK

DOOR - SEE FLOOR PLAN

(E) STOREFRONT ASSEMBLY

MODULAR SYSTEMS FURNITURE - SEE SPECS

WALL BASE - TYPICAL

WINDOW - SEE FLOOR PLAN
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1A
105 - WORK - NORTH

1B
105 - WORK - EAST

1C
105 - WORK - SOUTH

1D
105 - WORK - WEST

2A
107 - MANAGER - NORTH

2B
107 - MANAGER - EAST

2C
107 - MANAGER - SOUTH

2D
107 - MANAGER - WEST

3/8" = 1'-0"

SCALE101 & 102  - WORK ROOM - INTERIOR ELEVATIONS1

3/8" = 1'-0"

SCALE101 & 102  - MANAGER - INTERIOR ELEVATIONS2
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KEYNOTE LEGEND

1

2

3

4
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7

P.LAM COUNTER TOP

P.LAM UPPER CASEWORK

P.LAM LOWER CASEWORK

DOOR - SEE FLOOR PLAN

(E) STOREFRONT SYSTEM

WALL BASE - TYPICAL

SINK
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1A
109 - TMC - NORTH

1B
109 - TMC - EAST

1C
109 - TMC - SOUTH

1D
109 - TMC - WEST

3/8" = 1'-0"

SCALE101 & 102  - TMC - INTERIOR ELEVATIONS1

3/8" = 1'-0"

SCALE101 & 102  - BREAKROOM - INTERIOR ELEVATIONS2

2A
110 - BREAKROOM - NORTH

2B
110 - BREAKROOM - EAST

2C
110 - BREAKROOM - SOUTH

2D
110 - BREAKROOM - WEST
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D1

FLUSH

D2

FLUSH W/ 
LOUVER

DOOR TYPES
A

S
 S

C
H

E
D

U
L
E

D

AS SCHEDULED

D3

FLUSH 

12"x12" 
DOOR 
LOUVER

A
S

 S
C

H
E

D
U

L
E

D

AS SCHEDULED

A
S

 S
C

H
E

D
U

L
E

D

AS SCHEDULED

M
IN

  1
0

"

F1

HOLLOW METAL
WELDED FRAME

INT.

FRAME TYPES

2
"

A
S

 S
C

H
E

D
U

L
E

D

2" AS SCHD. 2"

F2

HOLLOW METAL
WELDED FRAME

2
"

A
S

 S
C

H
E

D
U

L
E

D

2" AS SCHD. 2"

0'-0"

FINISHED 
FLOOR

4

A8.4

INT.

1

A8.4

INT.

4

A8.4

INT.

1

A8.4

INT.

3

A8.4

INT.

3

A8.4

DOOR GENERAL NOTES

SEE SPECIFICATIONS FOR ADDITIONAL DOOR AND HARDWARE INFORMATION.

HOLLOW METAL DOOR FRAMES TO BE 16GA. W/ WELDED CORNERS & FACTORY PRIMED.

VERIFY WALL THICKNESS FOR EACH OPENING.

THE FLOOR OR LANDING SHALL NOT BE MORE THAN 1/2" LOWER THAN THE THRESHOLD
OF THE DOOR WAY. CHANGE IN LEVEL BETWEEN 1/4" & 1/2" SHALL BE BEVELED W/ A
SLOPE NO GREATER THAN ONE UNIT VERTICAL IN TWO UNITS HORIZONTAL (CBC 1133.B.2.4.1)

ALL EXIT DOORS SHALL BE OPERABLE IN DIRECTION OF EXIT TRAVEL AT ALL TIMES 
W/O SPECIAL KNOWLEDGE OR EFFORT AND W/O LOCKING DEVICES.

MAXIMUM EFFORT TO OPERATE DOORS SHALL NOT EXCEED 5 LBS FOR EXTERIOR AND 
INTERIOR DOORS  (CBC 1133B.2.5)

ALL SAFETY GLAZING MATERIALS FOR USE IN AREAS SUBJECT TO HUMAN IMPACT
SHALL BE LABELED INDICATING THE CATEGORY OF GLASS REQUIRED BY CBC 2406

1.

2.

3.

4.

5.

6.

7.

INTERIOR STOREFRONT AND WINDOW TYPES

0'-0"

FINISHED 
FLOOR

W1

T

3
'-0

"
4
'-0

"

2

A8.4

2

A8.4

SIM.

2

A8.4

5'-0"

NOTE: SEE FLOOR PLAN SHEET A1.1 FOR WINDOW LOCATIONS

ALUMINUM FRAME 
W/ 

1/4" CLEAR 
TEMPERED GLAZING

INDICATES 
TEMPERED 
GLAZING PER 
CBC 2406
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DOOR

NUMBER

DOOR

TYPE

DOOR

FIRE

RATING

HARDWARE

GROUP

FRAME

COMMENTSWIDTH HEIGHT MATERIAL FINISH TYPE MATERIAL FINISH

102A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 003 F1 HM PAINT

103A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 003 F1 HM PAINT

103B D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 003 F1 HM PAINT

103C D3 6' - 0" 7' - 0" SC WOOD PAINT NR 005 F2 HM PAINT

104A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 001 F1 HM PAINT

105A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 001 F1 HM PAINT

106A D3 6' - 0" 7' - 0" SC WOOD P. LAM NR 005 F2 HM PAINT

107A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 001 F1 HM PAINT

108A D2 6' - 0" 7' - 0" SC WOOD PAINT NR 005 F2 HM PAINT

109A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 001 F1 HM PAINT

110A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 002 F1 HM PAINT UNISEX RESTROOM DOOR SIGNAGE - SEE DETAIL 9/A8.1

111A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 004 F1 HM PAINT UNISEX RESTROOM DOOR SIGNAGE - SEE DETAIL 9/A8.1

112A D1 3' - 0" 7' - 0" SC WOOD P.LAM NR 004 F1 HM PAINT

E101A EXISTING 3' - 0" 7' - 0" ALUM. FF NR 006 - ALUM. FF EXISTING DOOR /  ADDITIONAL HARDWARE

E101B EXISTING 6' - 0" 7' - 0" ALUM. FF NR 006 - ALUM. FF EXISTING DOOR /  ADDITIONAL HARDWARE

E110A EXISTING 3' - 0" 7' - 0" ALUM. FF NR 006 - ALUM. FF EXISTING DOOR /  ADDITIONAL HARDWARE

DOOR SCHEDULE

ABBREVIATIONS:

ALUM: ALUMINUM
HM: HOLLOW METAL
SC WOOD: SOLID CORE WOOD

FF: FACTORY FINISH
HM: FACTORY PRIME, FIELD PAINT
P.LAM: PLASTIC LAMINATE

     MARK DATE DESCRIPTION

1 09/10/18 BACKCHECK 1

SET: 001

DOORS: 104A, 105A, 107A, 109A

3 - HINGE
1 - MORTISE LOCKSET (PRIVACY)
1 - WALL STOP
3 - SILENCERS

SET: 002

DOORS:  110A

3 - HINGE
1 - MORTISE LOCKSET (PASSAGE)
1 - WALL STOP
3 - SILENCERS

SET: 003

DOORS: 102A, 103A, 103B

1 - CARD READER
2 - HINGE
1 - ELECTRIC HINGE
1 - ELECTRIC LOCKSET
1 - CLOSER
1 - KICK PLATE
1 - WALL STOP
3 - SILENCERS
1 - POWER SUPPLY

SET: 004

DOORS: 111A, 112A 

3 - HINGE
1 - MORTISE LOCKSET (PRIVACY)
1 - CLOSER
1 - KICK PLATE
1 - WALL STOP
3 - SILENCERS

SET: 005

DOORS: 103A, 106A, 108A

6 - HINGE
2 - MORTISE LOCKSET (STOREROOM)
6 - SILENCERS
2 - FLUSH BOLTS
1 - ASTREGAL

SET: 006

DOORS: E101A, E101B, E101A

1 - INTEGRAL CARD READER ON EXISTING STOREFRONT DOORS
1 - POWR SUPPLY
1 - POWER TRANSFER

NOTES: KEY CARD, BUZZ-IN/OUT DOOR HARDWARE SHALL ALLOW 
EXITING W/O KEY CARD OR BUZZ-OUT, AND EXITING SHALL NOT BE 
IMPEDED IF POWER IS INTERRUPTED

DOOR HARDWARE

1

1

1

1



NOTE:
ACCESSIBLE LAVATORIES 
TO COMPLY WITH CBC 11B-306.3
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M
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X
.
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9
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17" MIN.

1
9
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M
IN

. 3
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" 
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A
X

.

FINISH FLOOR

TO OUTLET OF DISPENSER

TO HIGHEST OPERABLE PARTS

TOILET 
TISSUE 

DISPENSER

SOAP 
DISPENSER

HAND 
SANITAZER 
DISPENSER

SEAT 
COVER 

DISPENSER

MIRROR

TO BTTM. OF 
REFLECTING 
SURFACE

SEMI-
RECESSED 

PAPER TOWEL 
DISPENSER & 

TRASH 
RECEPTACLE

COAT HOOK

4
8

" 
M

A
X

.

ELECTRIC 
HAND 

DRYER

42" MIN.

MAX.

12"

54" MIN.

48" MIN. SIDE GRAB BAR

NO PROJECTIONS WITHIN 
HATCH AREA
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F.F.
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T
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.B
.

3
4
"

17" MIN.-18"MAX

17 1/2"

F.F.

NOTE:
1. GRAB BAR SHALL COMPLY WITH 2016 CBC 11B-604.5.

2. PROVIDE BACKING AS REQUIRED TO SUPPORT A 
    250 LB POINT LOAD - SEE  STRUCTURAL DRAWINGS

3. WHERE NECESSARY PER 11B-609.4, GRAB BARS MAY 
BE POSITIONED 33 INCHES MINIMUM AND 36 INCHES 
MAXIMUM TO TOP OF GRIPPING SURFACE

NO PROJECTIONS WITHIN 
HATCH AREA

SIDE VIEW FRONT VIEW

FLUSH CONTROL
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D
O

O
R

X>8"

EXTERIOR 
MIN. CLR. 
FLOOR 
SPACE & 
LEVEL AREA

CLEAR SPACE FINISH 
ELEVATION TO MATCH 
FINISH FLOOR ELEVATION 
AT DOOR

PROVIDE THIS ADDITIONAL 
SPACE IF DOOR IS 
EQUIPED WITH A LATCH 
AND A CLOSER

C
L
E

A
R

 O
P

E
N
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G

3
2

" 
M

IN
.

5'-0" 4'-0"

FRONT APPROACH DOOR CLEARANCES, 
TYP.

44" MIN. 60" MIN.
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A
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" 
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5
4

" 
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.

48" MIN. IF DOOR HAS BOTH 
A LATCH AND CLOSER

HINGE APPROACH DOOR CLEARANCES, TYP.

PUSH SIDE

PULL SIDE

PULL SIDEPUSH SIDE

44" MIN. 60" MIN.

2
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" 
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IN
.

C
L
E

A
R

 O
P

E
N
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G

3
2

" 
M
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.

48" MIN. IF DOOR HAS BOTH 
A LATCH AND CLOSER

LATCH APPROACH DOOR CLEARANCES, TYP.

ROOM IDENTIFICATION - PICTOGRAM: (PER CBC 11B-703.4.1)
SIGN TO BE MOUNTED TO THE WALL ON THE LATCH SIDE OF THE DOOR WITH THE SIGN 
CENTERED 60" ABOVE THE FLOOR TACTILE LETTERING, BRAILLE, AND PICTOGRAM IF THE 
RESTROOM MEETS ACCESSIBILITY STDS:

TO MEET THE 2014 CALIFORNIA TITLE 24 CODE  A COMBINATION OF THE TWO FOLLOWING 
SIGNS ARE REQ'D. FOR RESTROOM IDENTIFICATION:

SYMBOL OF ACCESSIBILITY: (PER CBC 11B-703.7.2.6)
MENS TOILET SHALL BE IDENTIFIED BY AN EQUILATERAL TRIANGLE, 1/4 INCH THICK WITH EDGES 
12 INCHES LONG. 

WOMANS TOILET SHALL BE IDNETIFIED BY A CIRCLE, 1/4 INCH THICK AND 12 INCHES IN DIAMETER.

UNISEX TOILET SHALL BE IDENTIFIED BY A CIRCLE 1/4 INCH THICK AND 12 INCHES IN DIAMETER 
WITH A 1/4 INCH THICK TRIANGLE IMPOSED ON THE CIRCLE WITH THE 12 INCH DIAMETER. 
SYMBOLS SHALL CONTRAST WITH DOOR AND ONE ANOTHER WHERE IMPOSED.

CONTRACTED GRADE 2 BRAILLE SHALL BE USED WHEREVER BRAILLE SYMBOLS ARE 
SPECIFICALLY REQUIRED. DOTS SHALL BE 0.1 IN. ON CENTERS IN CELL WITH 0.3 IN. SPACE 
BETWEEN CELLS. DOTS SHALL BE RAISED A MINIMUM OF .025 TO .037 IN. ABOVE THE 
BACKGROUND AND BE ROUNDED OR DOMED. BRAILLE SHALL BE LOCATED DIRECTLY BELOW 
THE TACTILE CHARACTERS. IF TACTILE TEXT IS MULTILINED, BRAILLE SHALL BE PLACED 
TOGETHER

ROOM # ROOM # ROOM #MEN WOMEN RESTROOM

UNIVERSAL SYMBOL
OF ACCESSIBILITY
4 3/4" H. 

UNIVERSAL SYMBOL
OF ACCESSIBILITY
4 3/4" H. 

UNIVERSAL SYMBOL
OF ACCESSIBILITY
4 3/4" H. 
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 3/4" = 1'-0"2
LAVATORY CLEARANCES

 1/2" = 1'-0"3
MISC. MOUNTING HEIGHTS

 1/2" = 1'-0"1
ACCESSIBLE WATER CLOSET W/ ACCESSORIES

 1/2" = 1'-0"9
APPROACH DOOR CLEARANCE

 3/16" = 1'-0"5
TOILET ROOM SIGNAGE

     MARK DATE DESCRIPTION

1 09/10/18 BACKCHECK 1

1



MTL JOISTS @ 24" O.C. (MAX)

5/8" GYP. BD. ATTACHED 
TO BOTTOM OF JOISTS W/ 
1" LONG #6 DRY WALL
SCREWS 8" O.C. @ PERIM.
& 12" O.C. FIELD

5/8" GYP. BD. O/ METAL
STUDS SEE FLOOR PLAN SEE REFLECTED

CEILING PLAN 
FOR CEILING

HEIGHTS

14'-0" MAX SPAN

CONT. TRACK

CONDITION AT 
FULL HT. GYP. 

BD.

CONDITION AT 
PARIAL HT. GYP. 

BD.

1"x2"x24GA CONT ANGLE W/ 
(1) #10 SMS INTO 20GA MIN 
WALL STUD (24" OC MAX)

HANGER WIRE

MAIN OR CROSS RUNNER

CEILING PANEL

ALTERNATE STRUT
SPACER LOCATION W/O NAIL

CONT. SLOTTED ANGLE 
STRUT SPACER W/ HORIZ. 6d 
RINGSHANK NAIL (SEE NOTE 2 
BELOW) (OMIT STRUT WHERE 
RUNNER IS WITHIN 9" OF 
WALL)

STEEL POP RIVET 
@ ATTACHED 
SIDE ONLY

ATTACHED JOINT FREE JOINT

PROVIDE #12 GAUGE HANGER WIRES AT THE ENDS OF ALL MAIN AND CROSS RUNNERS 
WITHIN EIGHT (8) INCHES OF THE SUPPORT OR WITHIN ONE-FOURTH (1/4) OF THE LENGTH OF 
THE END TEE, WHICHEVER IS LESS, FOR THE PERIMETER OF THE CEILING AREA. PERIMETER 
WIRES ARE NOT REQUIRED WHEN THE LENGTH OF THE END TEE IS EIGHT (8) INCHES OR LESS. 

NAILS AT ENDS OF HORIZONTAL STRUTS ARE TO BE PLACED WITH NAIL HEAD TOWARDS 
CENTER LINE OF SPAN OF STRUT. 

SPACERS MAY BE SLOTTED APPROVED ANGLES OR CHANNELS WITH "DIAMOND POINTS" 
OF SPRING STEEL WHICH SNAP TIGHT TO PREVENT MOVEMENT OF STRUT. 

STEEL POP RIVETS SHALL HAVE MINIMUM ALLOWABLE SHEAR STRENGTH OF 120# AND 
ULTIMATE SHEAR STRENGTH OF 300#.

1.

2.

3.

4.

RUNNER

CHANNEL (HORIZ. STRUT)

APPROVED SPACER

CLR.
3/4" MIN.

1
"

2"

STRUCTURE

CROSS RUNNER

BRACE WIRE BEYOND

MAIN RUNNER

COPE FLANGE OR 
FLATTEN TO ALLOW

INSTALLATION OF 
ACOUSTICAL TILE

HANGER WIRE BEYOND

CROSS RUNNER

(2) 1/4" DIA. MACHINE BOLT

4 TIGHT TURNS IN 1 1/2" TYP

MAIN RUNNER

400S137-33 (20 GA) SLOTTED & 
CENTERED OVER CROSS 
RUNNER

BRACE WIRES SEE

T
Y

P
.

1
0
° T

O
 4

5
°

3 TIGHT 
TURNS

IN 3" FOR
HANGER 

TYP.

HANGER 
WIRE

12

A8.5
A

A

1/2" MAX.1 1/2" MAX

TYP
3/4" MIN.

1" MAX.

D
IS

T
A

N
C

E
, 
T

Y
P

.
3

/4
" 

M
IN

. 
E

D
G

E

MAX

4'-0" OC

8
'-
0

" 
M

A
X

.

(2) 12 GA. SLACK WIRE HANGERS
FOR DEVICES THAT WEIGH LESS
THAN 56 LBS (HEAVY DUTY GRID
SYSTEM REQUIRED), PLACE ON
DIAGONAL CORNERS.
EXCEPTION:
4X4 FIXTURES SHALL
HAVE (4) TAUT HANGERS @
CORNERS

2 - #8 S.M.S. EA. SIDE

HEAVY DUTY SYSTEM

AIR TERMINAL OR
LIGHT FIXTURE
(56# MAX.)

NOTES:
1. SEE GENERAL NOTE #15 ON 2/A8.7

NOTES:
1. SEE SUSPENDED CEILING NOTES #13 & #14
2. STRUTS SHALL NOT REPLACE HANGER WIRE

RIGID VERT. STRUT 
SEE 

12 GA VERTICAL HANGERS AT 4'-0" 
O.C. EACH WAY AT MAIN RUNNER 
WITH MINIMUM 3-TIGHT TURNS IN 
3" AT BOTH ENDS, SEE

12 GA. BRACING WIRE W/ MIN. 
4-TIGHT TURNS IN 1 1/2" BOTH 
ENDS OF WIRE CONNECTED TO 
MAIN RUNNERS 90º APART, 4-
TOTAL @ EA. STRUT (U.N.O.) 
SEE

SEE DETAIL              FOR 
LOCATION OF BRACING 
WIRES AND STRUT

MAIN RUNNER

CROSS RUNNER

6 MIN
1

2'-0" T
YP

4'-0"

2'-0" T
YP

4

A8.5

8

A8.5

4

A8.5

10° TO 45°

10° TO 45°

1

A8.5

ATTACHED JOINT

M
A

X

6
'-
0

"

M
A

X

1
2

'-
0

"

M
A

X

6
'-
0

"

MAX

4'-0" 12'-0"

MAX

4'-0"

96 SQ
FT

MAX

CROSS RUNNERS
TYP.

MAIN RUNNERS

BRACING WIRE LOCATION - TYP

STABILIZER BARS, CROSS 
TEES OR STRUTS 8" MAX. 
FROM WALL TYP. ALONG FREE 
JOINTS

1"x2"x24GA CONT
ANGLE @ PERIMETER

FREE 
JOINT

NOTE:
BRACING WIRES AND COMP. STRUT SHALL 
OCCUR AT EVERY 144 SQ. FT. MAX. IN ROOMS 
OVER 144 SQ. FT. 

FREE
JOINT

FREE
JOINT

ATTACHED 
JOINT

ATTACHED 
JOINT

BRACING WIRE W/ 4 
TIGHT TURNS TO 
UPPER FLANGES 
ONLYUPPER FLANGE

LOWER FLANGE

NOTE: 
DO NOT INSTALL SCREW 
PARALLEL TO 
LAMINATIONS

SEISMIC BRACING @ WD TJI

1/4" DIA.  X 3" CLOSED 
EYE SCREWS W/ 1 1/4" 
MIN. EMBED. INSTALL 
IN DIRECTION OF WIRE.

HANGER 
WIRE W/ 3 
TIGHT TURNS

JOIST OR BLOCKING

1/4" DIA. SCREW EYE W/ 
FULL THREAD 
EMBEDMENT (1 1/4" MIN.) 
INSTALL IN DIRECTION OF 
WIRE

BRACING WIRE W/ 4 TIGHT TURNS

FULLY EMBED SCREW EYE THREADS IN 
DIRECTION OF WIRE

HANGER WIRE W/ 3 TIGHT TURNS

SEISMIC BRACING @ WD JOIST/BLOCKING

1
 1

/2
"

M
AX

1 1/2"

M
AX

1 1/2"

1
 1

/2
"

1" MIN

STRUT @ WD TJI

3" X 2" X 3" WIDE 18 GA ANGLE 
W/ (2) #10 SDST SCREWS TO 
STRUT AND (2) #10 RHWS, 1 1/4" 
EMBEDMENT (MIN.) TO TJI 
FLANGE

JOIST OR BLOCKING

STRUT @ WD JOIST/BLOCKING

1" MIN

3
"

1
"

1
"

1
"

3
"

1
"

1
"

1
"

COMPRESSION 
STRUT - SEE

COMPRESSION 
STRUT - SEE

(2) #10 RHWS, 1 1/4" 
EMBEDMENT (MIN.) 

NOTE: DO NOT INSTALL 
SCREWS PARALLEL TO 
LAMINATIONS

8

A8.5

8

A8.5

(E) 5/8" GYP. BD

BACK TO BACK 1 1/2" X 3" X 12 
GA ANGLE (LLV) SPAN 2 WALL 
STUDS MIN. FASTEN ANGLE TO 
WALL STUDS USING 2" X #10 
S.M.S. PER ANGLE AT EA. STUD

BRACING WIRE W/ 4 TIGHT TURNS

M
AX

1 1/2"

M
A

X
.

4
5
°

(E) MTL STUD WALL FRAMING
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 1 1/2" = 1'-0"9
FRAMED GYP. BOARD CEILING

 3" = 1'-0"2
CEILING PERIMETER

 1 1/2" = 1'-0"8
S.A.T. CHANNEL TYPE STRUT

 1 1/2" = 1'-0"6
LIGHT FIXT. / AIR TERM. SUPPORT

 6" = 1'-0"3
SAT BRACING SYSTEM

 1" = 10'-0"1
TYP. CEILING PLAN

 3" = 1'-0"4
SUSPENDED CEILING WIRES TO WD FRAMING

 3" = 1'-0"5
COMP. STRUT AT ROOF

 3" = 1'-0"12
BRACING WIRES AT WALL

     MARK DATE DESCRIPTION



5/8" GYP. BD. BOTH SIDES

STUD FRAMING, SEE 
STRUCTURAL

SEALANT ALL AROUND,
EA. SIDE, TYP.

HOLLOW METAL DOOR FRAME

DOOR - SEE SCHEDULE

3
/4

"
2

"
1

/4
"

HEADER, SEE STRUCTURAL

HOLLOW METAL DOOR FRAME

DOOR - SEE DOOR SCHEDULE

5/8" GYP. BD

STUD FRAMING - SEE FLOOR 
PLAN FOR WALL TYPES

DOOR IN CLOSED 
POSITION 
(WHERE 
OCCURS)

CONCRETE 
FLOORING - SEE 
FINISH PLAN

RUBBER REDUCER 
STRIP

RESILIENT 
FLOORING - SEE 

SEE PLAN

END PANEL BEYOND

#12x2" F.H.S

METAL BRACKET, OR EQUAL AT 
ENDS & 32" O.C. MAX.

PLAM COUNTERTOP

BACKING

SEE INTERIOR 
ELEVATIONS

SEE FLOOR PLAN FOR WALL 
TYPE

2
 3

/4
"

1'-0' MIN.

2
 3

/4
"

S
E

E
 E

L
E

V
A

T
IO

N
S

1
 1

/2
"

4
"

4
"

SAME BASE FINISH AS ROOM

(2) HINGES PER DOOR UP TO 
32" HIGH. PROVIDE 
ADDITIONAL HINGE FOR 
HIGHER DOORS

TYPICAL CABINET INTERIORS 
SHALL BE MELAMINE (LOW 
PRESSURE LAMINATE 
COVERED 3/4" MDF BOARD W/ 
PVC EDGE BANDING TO MATCH 
EXPOSED LAMINATE COLOR. 
SHELF TO MATCH MELAMINE 
WITH PVC EDGED BANDING

TYPICAL DOORS, DRAWERS, 
EXPOSED PANELS, ETC. SHALL 
BE HIGH PRESSURE LAMINATE 
COVERED 3/4" MDF. BOARD 
WITH MATCHING PVC EDGE 
BANDING

TYPICAL DRAWER INTERIOR 
SHALL BE PREFINISHED 
MELAMINE W/ FULL 
EXTENSION

3/4" MDF BOARD SUBSTOPS, 
TYP.

TYP.TOPS & BACKSPLASH 
SHALL BE HIGH PRESSURE 
LAMINATE COVERED 3/4" MDF 
BOARD (OR STAINLESS STEEL 
TOPS & BACKSPLASH WHERE 
INDICATED IN INTERIOR 
ELEVATIONS

PULLS TYP.

ADJUSTABLE SHELVES 
THROUGHOUT. SHELVES 
SHALL BE 3/4" MELAMINE 
COVERED MDF. BOARD

5 MM BORED HOLES @ 
32 MM CENTERS TYP.

CONTINUE PANEL TO 
UNDERSIDE OF CEILING TYP. 
ALIGN WITH FACE OF DOOR

8

A8.4

#12x3" F.H. S.T.S. W/ GROMMET 
WASHERS @ 12" O.C. W/ 
BACKING              

#12x3" F.H. S.T.S. W/ GROMMET 
WASHERS @ 12" O.C. W/ 
BACKING               

2 x 4 PT SILL - ATTACH TO 
CONC. W/ 3/8" DIA  HILTI KBTZ 
W/ MIN 2" PENETRATION INTO 
CONCRETE @ 12" O.C.

FINISH FLOOR

#10 RHWS @ 12" O.C.

# 10 x 2 1/2" RHWS @ 12" O.C.

CABINET FACE 
WHERE OCCURS 

1 1/2" MIN. PENETRATION

6" MAX8"

B
O

T
T

O
M

 O
F

 S
IN

K

2
'-
3

" 
M

IN
 C

L
R

2
'-
5

" 
M

IN
 C

L
R

9
" 

M
IN

2
'-
1
0

" 
M

A
X

. 
T

O
 T

.O
. 
S

IN
K

8" MIN

2'-0".

17" MIN

PROVIDE BACKING AT STUD 
WALLS

SINK, SEE PLUMBING 
DRAWINGS

INSULATE HOT WATER 
SUPPLY & WASTE PER 
TITLE 24 REQ

TOPSET RUBBER BASE

30" x 17"d MIN CUT-OUT IN BASE

FINISH FLOOR

STOREFRONT WINDOW ASSEMBLY

1/4" CLEAR GLAZING - PER 
SPECIFICATIONS

BACKER ROD SHIMS & SEALANT
TYPICAL ALL SIDES

5/8" GYP. BD. BOTH SIDES

HEADER

ATTACH PER MFR. 
SPECIFICATION

SEE 
SCHEDULES

3'-0"

2
"

2
'-6

"

4"

WAITING
SIDE

RECEPTION
SIDE

P. LAM COUNTER
TOP W/ ROLLED 
EDGE

METAL 
SUPPORT
ANGLE

P. LAM 
PANEL

2x6 STUDS
@ 16" O.C.

2x NAILER

BASE - SEE
SPECS

2x6 P.T. PLATE
W/ 3/8" Ø HILTI
KWIK BOLT 
ANCHOR 1 1/2"
EMBED @ 24" O.C.

SLAB ON 
GRADE

6"

3
'-6

"

GROMMET W/
COVER, LOCATION
DETERMINED IN 
FIELDP. LAM

COUNTER TOP
O/ 1/2" PLY

P. LAM 
TRIM

3'-0"

2
"

2
'-6

"

4"

WAITING
SIDE

RECEPTION
SIDE

P. LAM COUNTER
TOP W/ ROLLED 
EDGE

METAL 
SUPPORT
ANGLE

P. LAM 
PANEL

2x6 STUDS
@ 16" O.C.

2x NAILER

BASE - SEE
SPECS

2x6 P.T. PLATE
W/ 3/8" Ø HILTI
KWIK BOLT 
ANCHOR 1 1/2"
EMBED @ 24" O.C.

SLAB ON 
GRADE
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 3" = 1'-0"4
DOOR - INT - HEAD

 3" = 1'-0"1
INT. DOOR JAMB

 6" = 1'-0"3
FLOORING TRANSITION

 1" = 1'-0"5
COUNTER SUPPORT

 1 1/2" = 1'-0"12
CASEWORK SECTION - TYPICAL

 3" = 1'-0"8
CASEWORK ANCHORAGE

 1" = 1'-0"9
CASEWORK SECTION W/ SINK

 3" = 1'-0"2
INTERIOR WINDOW DETAIL

 1" = 1'-0"6
COUNTER SUPPORT

 1" = 1'-0"7
COUNTER SUPPORT
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GYPSUM CEILING

ACCOUSTICAL BATT 
INSULATION, WHERE OCCURS

3 5/8" MTL. STUD PER PLANS 

1 LAYER OF 5/8" GYPSUM 
BOARD AT EXPOSED
SIDE

METAL RUNNER TRACK

(E) CONCRETE SLAB

NOTE:

1.

2.

SEE GENERAL WALL TYPE 
NOTES ON THIS SHEET

SEE FLOOR PLANS FOR 
WALL RATINGS

(E) ROOF JOIST

(E) PLYWOOD

TYPE D

INTERIOR 3 5/8" MTL STUD FURRING W/ GYP. BOARD

3 5/8" X 18 GA. MTL STUDS 
@ 16" O.C.

5/8" GYP. BOARD

TYPE E

INTERIOR 3 5/8" MTL STUDS W/ GYP. BOARD

5/8" GYP. BOARD

3 5/8" X 18 GA. MTL 
STUDS @ 18" O.C.

5/8" GYP. BOARD

R-11 SOUND BATTS

TYPE F

INTERIOR 6" MTL. STUDS W/ GYP. BOARD

5/8" GYP. BOARD

6" X 18 GA MTL STUDS 
@ 16" O.C.

5/8" GYP. BOARD

R-11 SOUND BATTS

CONC SLAB

MTL STUD TRACK

WALL PER PLANS

BASE - SEE FINISH PLAN

FLOORING - SEE FINISH PLAN

±6" ABOVE
CEILING

S.A.T. CEILING

ACOUSTICAL BATT INSULATION 
FOR SOUND

1 LAYER OF 5/8" GYPSUM 
BOARD @ EA. SIDE

(E) CONCRETE SLAB

9

A8.3

2

A8.5

9

A8.5

SEE
CEILING PLAN

GYPSUM CEILING

MTL STUDS PER PLANS

(E) ROOF JOIST

8

A8.3

(E) TJI, WHERE OCCURS

SLIPTRACK CONNECTION -
(2) #12 SCREWS TO EA. TRACK

(2) #10 WOOD SCREWS 
TYP. EA. SIDE

METAL STUD WALL - SEE PLANS

18 GA X 3 5/8" MIN TRACK W. LEGS 
CUT SO THAT THE TONGUE IS ON 
THE BOTTOM OF THE TJI  FOR 
CONNECTION TO THE TJI

PARALLEL TO TJI PERPENDICULAR TO TJI

(E) TJI, WHERE OCCURS

WEB STIFFENER PER
TYPICAL DETAIL

DTC CLIP @ EA JOIST
(SLOTTED LEG VERT)

METAL SLIP TRACK

METAL STUD WALL -
SEE PLANS
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WALL TYPES
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 1 1/2" = 1'-0"3
FURRED PARTITION

 1" = 1'-0"1
WALL TYPES

 3" = 1'-0"9
WALL BASE - MTL STUD

 1 1/2" = 1'-0"6
WALL - INT. MTL. PARTITION

 1 1/2" = 1'-0"8
WALL - INT. MTL. PARTITION RFI 67
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NOTE: SEE COLD-FORMED FRAMING DETAILS 
ON SHEET A8.8, A8.9 & A8.10



(17" MIN. TO 18" MAX)

17 1/2"

18" MIN.

4
8

" 
M

IN
. 
C

L
R

.

4
8

" 
M

IN
. 
C

L
R

.

W.C.

LAV.

18" MIN. 32" MIN.

60" M
IN

. D
IA

. C
LR.

NOTE: 
1.) ENLARGEMENT FOR TYPICAL ADA CLEARANCES 
     ONLY. SEE PLAN FOR ROOM LAYOUT.
2.) DOORS SHALL BE PERMITTED TO SWING INTO THE 
     CLEAR FLOOR SPACE OR CLEARANCE REQUIRED 
     FOR ANY FIXTURE AT INDIVIDUAL USE TOILETS, 
     PER 11B-603.2.3 EX. 2

30" CLR.

5
6

" 
M

IN
. 
C

L
R

.

60" MIN. CLR.
FLUSH CONTROL,  WIDE SIDE

DOOR PERMITTED TO SWING 
OVER HATCHED PORTION OF 
MANEUVERING SPACE

CLOSER

19" MIN. W/
LATCH &

1
7

 1
/2

"

6
0
" 

M
IN

.

FLUSH CONTROL ON W.C. 
WIDE SIDE

MANEUVERING SPACE

48" MIN. @ END DOOR

WHEN DOOR SWINGS IN

56" MIN. CLR. @
WALL MOUNTED W.C.

WHEN DOOR SWINGS IN

59" MIN. CLR. @
FLOOR MOUNTED W.C.

DOOR PERMITTED TO SWING 
OVER HATCHED PORTION OF 
MANEUVERING SPACE

4
"

6
0

" 
A

.F
.F

. 
M

A
X

WALL MOUNTED SIGNAGE TO BE 
LOCATED ON LATCH SIDE OF DOOR 

RESTROOM IDENTIFICATION - DOOR 
MOUNTED SIGNAGE. COLOR TO 
CONTRAST WITH DOOR COLOR

C L

B
A

S
E

L
IN

E
 O

F
 B

R
A

IL
L
E

4
8

" 
M

IN
. 

T
O

 L
O

W
E

S
T

S
ID

E
S

 E
Q

.

1
2
" 
A

L
L

NOTE: 

1. PICTOGRAMS AND/OR LETTERING ARE NOT REQUIRED ON DOOR-MOUNTED SIGNAGE

M
IN

. 
C

L
R

.

1
8
"

MIN. CLR.

18"

EQ EQ

T
A

C
T

IL
E

 S
IG

N
A

G
E

6
0
" 

M
A

X
. 
T

O
H

IG
H

E
S

T
 B

A
S

E
L
IN

E
 O

F

PLANELEVATION

MEN WOMEN

OR

TACTILE AND BRAILLE ROOM ID 
SIGNAGE. ALL UPPER CASE TEXT 
5/8" - 2" HEIGHT , RAISED 1/32" 
CONTRACTED GRADE 2 BRAILLE.
11B-703-4.1 

M
IN

. 
C

L
R

.

1
8
"

MIN. CLR.

18"
PLAN

CHARACTER:

BRAILLE:

TYPE STYLES:

MATERIAL 
FINISH:

CONTRAST:

5/8" TO 2" HIGH RAISED
1/32" FROM BACKPLATE

CONTRACTED GRADE 2, .059" 
TO BASE DIAMETER ON CENTER 
IN EACH CELL WITH 0.1" SPACE 
BETWEEN CELLS, RAISED 0.30"

EXIT

ILLUMINATED 
EXIT SIGN
SEE ELECT. 
PLANS

T
A

C
T

IL
E

 S
IG

N
A

G
E

6
0
" 

M
A

X
. 
T

O
 H

IG
H

E
S

T
B

A
S

E
L
IN

E
 O

F

SANS SERIF, UPPER CASE

MATTE OR NON-GLARE

CHARACTERS SHALL 
CONTRAST WITH THEIR 
BACKGROUNDS

NOTE:

EACH EXIT DOOR THAT LEADS DIRECTLY TO A GRADE-LEVEL EXTERIOR EXIT BY MEANS OF AN 
EXIT ENCLOSURE, OR AN EXIT PASSAGEWAY SHALL BE IDENTIFIED BY A TACTILE EXIT SIGN 
WITH THE WORDS "EXIT ROUTE."

EXIT

TO EXIT

ELEVATION

234

B
A

S
E

L
IN

E
 O

F
 B

R
A

IL
E

4
8
" 

M
IN

. 
T

O
 L

O
W

E
R

FINISH FLOOR

OPERABLE PARTS 
OF ALL ACCESSORIES

3
'-
4

"

HIGHETS OPERABLE 
RELEASE POINT FROM 
CABINET

. 5 SECOND MINIMUM FROM 90 
DEGREES TO 12 DEGREES 
FROM THE LATCH. 
11B-404.2.8.1

HAND ACTIVATED DOOR 
OPENING HANDLE AND 
HARDWARE. PER CBC 
11B-404.2.7

DOOR CLOSERS, IF PRESENT, MUST BE SET SO THAT IT TAKES DOOR AT 
LEAST 5 SECONDS TO CLOSE FROM AN OPEN POSITION OF 90 DEGREES 
TO A POSITION OF 12 DEGREES FROM THE LATCH. PER CBC 11B-404.2.8.1

MAXIMUM FORCE REQUIRED TO OPERATE DOOR SHALL BE 5 LBS 
MAXIMUM PRESSURE TO OPERATE AT INTERIOR AND EXTERIOR DOOR 
AND 15 LBS MAXIMUM TO OPERATE AT FIRE DOORS. PER CBC 11B-404.2.9

NOTE:

1.

2.

1
2

.0
0
°

CHARACTER:

BRAILLE:

TYPE STYLES:

MATERIAL FINISH:

CONTRAST:

5/8" MIN. TO 2" MAX. HIGH 
RAISED 1/32" FROM BACKPLATE

CONTRACTED GRADE 2, .059" TO 
BASE DIAMETER ON CENTER IN 
EACH CELL WITH 0.1" SPACE 
BETWEEN CELLS, RAISED 0.30"

T
A

C
T

IL
E

 S
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N
A

G
E

6
0
" 

M
A

X
. 
T

O
 H

IG
H

E
S

T
B

A
S

E
L
IN

E
 O

F

SANS SERIF, UPPER CASE

MATTE OR NON-GLARE

CHARACTERS SHALL 
CONTRAST WITH THEIR 
BACKGROUNDS

NOTE:

1. PERMANENT SIGNAGE TO BE INSTALLED ON THE WALL ADJACENT TO THE LATCH SIDE OF 
   THE DOOR, PER 11B-703.4.2

PER 11B-703.3.1 BRAILLE 
SHALL BE POSITIONED 
BELOW CORRESPONDING 
TEXT

234

M
IN

. 
C

L
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.

1
8
"

MIN. CLR.

18"
PLANELEVATION

234

LETTERING RAISED 1/32" MIN.
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 3/8" = 1'-0"1
TYP. CLEARANCES AT TOILET

 3/8" = 1'-0"2
TOILET STALL CLEARANCES

 3/8" = 1'-0"3
ACCESSIBLE R.R. SIGNAGE

 3/8" = 1'-0"4
BUILDING EXIT DOOR SIGNAGE

 1" = 1'-0"5
F.E.C. MOUNTING HEIGHT

 1/2" = 1'-0"7
DOOR CLOSER REQUIREMENT

 3/8" = 1'-0"6
ROOM IDENTIFICATION SIGNAGE
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METAL JOIST @
16" O.C.

5/8" GYP. BD.

1/2" OSB SHEATHING

INTERIOR FURRED WALL
3 5/8 X 18 GA.METAL STUDS
W/ 5/8" GYP. BD.

(E) PARTITION WALL

QUICK STAND
SUSPENDED EQUIPMENT
PLATFOR.(HOLDRITE
MODEL# 40-SWHP-W-H)

10 GAL ELECTRIC WATER
HEATER. SEE 2/P3.0

PROVIDE 4X WOOD
BLOCKING

A 12 GA. (MIN) HANGER WIRES MAY BE USED FOR UP TO AND INCLUDING 4'-0"x4'-0" GRID SPACING 
ALONG MAIN RUNNERS. SPLICES WILL NOT BE PERMITTED IN ANY HANGER WIRES UNLESS 
SPECIFICALLY APPROVED BY THE BUILDING DEPARTMENT.

PROVIDE HANGER WIRES WITHIN 8" OF THE ENDS OF ALL MAIN AND CROSS RUNNER OR AT 1/4 OF 
THE LENGTH OF THE END TEE. WHICHEVER IS LEAST AT THE PERIMETER OF THE CEILING AREA.

PROVIDE TRAPEZE OR OTHER SUPPLEMENTARY SUPPORT MEMBERS AT OBSTRUCTIONS TO 
MAINTAIN HANGER SPACING. PROVIDE ADDITIONAL HANGERS, STRUTS OR BRACES AS REQUIRED AT 
ALL CEILING BREAKS, SOFFITS OR DISCONTINUOUS AREAS. HANGER WIRES THAT ARE MORE THAN 1 
IN 6 OUT OF PLUMB ARE TO HAVE COUNTER BRACED WIRES.

CEILING GRID MEMBERS MAY BE ATTACHED TO NOT MORE THAN 2 ADJACENT WALLS. CEILING GRID 
MEMBERS SHOULD BE AT LEAST 3/4 INCH FREE OF OTHER WALLS. IF WALLS RUN DIAGONALLY TO 
CEILING GRID SYSTEM RUNNERS, ONE END OF MAIN AND CROSS RUNNERS SHOULD BE FREE AND A 
MINIMUM OF 3/4 INCH CLEAR OF WALL.

AT THE PERIMETER OF THE CEILING AREA WHERE MAIN OR CROSS RUNNERS ARE NOT CONNECTED 
TO THE ADJACENT WALL, PROVIDE INTERCONNECTION BETWEEN THE RUNNERS AT THE FREE END 
TO PREVENT LATERAL SPREADING. A METAL STRUT WITH A POSITIVE MECHANICAL CONNECTION TO 
THE RUNNER MAY BE USED. WHERE THE PERPENDICULAR DISTANCE FROM THE WALL TO THE FIRST 
PARALLEL RUNNER IS 12" OR LESS, THIS INTERLOCK IS NOT REQUIRED.

PROVIDE BRACING ASSEMBLIES CONSISTING OF A COMPRESSION STRUT AND FOUR (4) #12 GA. 
SPLAYED BRACING WIRES ORIENTED 90 DEGREES FROM EACH OTHER AT THE FOLLOWING SPACING:

A SET OF 4 BRACING WIRES IS REQUIRED FOR EACH 96 SQ. FT. (8' x 12' MAX.) THE FIRST SET 
OF BRACING WIRES ARE REQUIRED NOT MORE THAN 4'-0" FROM EACH WALL. A MINIMUM OF 
ONE SET OF BRACING WIRES IS REQUIRED BETWEEN ANY TWO ADJACENT EXPANSION CUT-
OUTS ON RUNNERS BEING BRACED.

PROVIDE BRACING WIRES AT LOCATIONS NOT MORE THAN 3/4 THE SPACINGS GIVEN ABOVE 
FROM EACH PERIMETER WALL OR AT THE EDGE OF VERTICAL CEILING OFFSETS.

THE SLOPE OF THESE WIRES SHALL NOT EXCEED 45 DEGREES FROM THE PLANE OF THE CEILING AND 
SHALL BE TAUT WITHOUT CAUSING THE CEILING TO LIFT. SPLICES IN BRACING WIRES ARE NOT 
PERMITTED WITHOUT SPECIAL APPROVAL.

FASTEN HANGER WIRES WITH NOT LESS THAN 3 TIGHT TURNS. FASTEN SPLAY WIRES WITH 4 TIGHT 
TURNS. MAKE ALL TIGHT TURNS WITHIN A DISTANCE OF 1 1/2". HANGER OR BRACING WIRE ANCHORS 
TO THE STRUCTURE SHOULD BE INSTALLED IN SUCH A MANNER THAT THE DIRECTION OF THE WIRE 
ALIGNS AS CLOSELY AS POSSIBLE WITH THE DIRECTION OF THE FORCES ACTING ON THE WIRE.

NOTE: WIRE TURNS MADE BY MACHINE WHERE BOTH STRANDS HAVE BEEN DEFORMED OR BENT IN 
WRAPPING CAN WAIVE THE 1 1/2" REQUIREMENT, BUT THE NUMBER OF TURNS SHOULD BE 
MAINTAINED, AND BE AS TIGHT AS POSSIBLE.

SEPARATE ALL CEILING HANGING AND BRACING WIRES AT LEAST 6 INCHES FROM ALL UNBRACED 
DUCTS, PIPES, CONDUIT, ETC. 

NOTE: DRILLED-IN & SHOT-IN ANCHORS REQUIRE SPECIAL APPROVAL WHEN USED IN PRESTRESSED 
CONCRETE (2010 CBC 1916A.7).

ATTACH ALL LIGHT FIXTURES AND CEILING MOUNTED AIR TERMINALS OR SERVICES, TO THE CEILING 
GRID RUNNERS TO RESIST A HORIZONTAL FORCE EQUAL TO THE WEIGHT OF THE FIXTURES. SCREWS 
OR APPROVED FASTENERS ARE REQUIRED.

FLUSH OR RECESSED LIGHT FIXTURES AND AIR TERMINALS OR SERVICES WEIGHING LESS THAN 56 
POUNDS MAY BE SUPPORTED DIRECTLY ON THE RUNNERS OF A HEAVY DUTY GRID SYSTEM BUT, IN 
ADDITION, THEY MUST HAVE A MINIMUM OF TWO 12ga. SLACK SAFETY WIRES ATTACHED TO THE 
FIXTURE AT DIAGONAL CORNERS AND ANCHORED TO THE STRUCTURE ABOVE. ALL 4' x 4' LIGHT 
FIXTURES MUST HAVE SLACK SAFETY WIRES AT EACH CORNER. ALL FLUSH OR RECESSED LIGHT 
FIXTURES AND AIR TERMINALS OR SERVICES WEIGHING 56 POUNDS OR MORE MUST BE 
INDEPENDENTLY SUPPORTED BY NOT LESS THAN FOUR (4) TAUT 12ga. WIRES EACH ATTACHED TO THE 
FIXTURE AND TO THE STRUCTURE ABOVE REGARDLESS OF THE TYPE OF CEILING GRID
SYSTEM USED. THE FOUR TAUT 12ga. WIRES INCLUDING THEIR ATTACHMENT TO THE STRUCTURE 
ABOVE MUST BE CAPABLE OF SUPPORTING FOUR (4) TIMES THE WEIGHT OF THE UNIT.

SUPPORT SURFACE MOUNTED LIGHT FIXTURES BY AT LEAST TWO POSITIVE DEVICES WHICH 
SURROUND THE CEILING RUNNER AND WHICH ARE EACH SUPPORTED FROM THE STRUCTURE ABOVE 
BY A 12ga. WIRE. SPRING CLIPS OR CLAMPS THAT CONNECT ONLY TO THE RUNNER ARE NOT 
ACCEPTABLE. PROVIDE ADDITIONAL SUPPORTS WHEN LIGHT FIXTURES ARE 8 FEET OR LONGER.

SUPPORT PENDANT MOUNTED LIGHT FIXTURES DIRECTLY FROM THE STRUCTURE ABOVE WITH 
HANGER WIRES OR CABLES PASSING THROUGH EACH PENDANT HANGER AND CAPABLE OF 
SUPPORTING FOUR (4) TIMES THE WEIGHT OF THE FIXTURE.

CLASSIFICATION OF CEILING GRID IS HEAVY DUTY.

A SET OF 4 BRACING WIRES IS REQUIRED FOR EACH 96 SQ. FT. THE FIRST SET OF BRACING WIRES ARE 
REQUIRED NOT MORE THAN 4'-0" FROM EACH WALL. A MINIMUM OF ONE SET OF BRACING WIRES IS 
REQUIRED BETWEEN ANY TWO ADJACENT EXPANSION CUT-OUTS ON RUNNERS BEING BRACED.

SEE 2013 CBC, TITLE 24 CODE FOR SPACING OF COMPRESSION STRUT AND SEE ASCE 7-05, ASTM 
C635/636 ADDITIONAL REQUIREMENTS FOR METAL SUSPENSION CEILING SYSTEMS.

1.

2.

3.

4.

5.

6.

7.

8.

9.

10.

11.

12.

13.

14.

15.

16.

A.

B.

T
Y

P
.

3'-0" MAX

SEE PLAN

6
"

1
'-
0

" 
M

A
X

6
'-
0

" 
M

A
X

1

1

1 1/2 MAX

3" x 18GA STRAP CROSS
BRACING W/ (2) #8 SMS
EA STUD (1:1 SLOPE)

3" x 16GA STRAP CROSS
BRACING W/ (2) #10 SMS
EA STUD, TYP EA SIDE
(1:1 SLOPE)

(3) #10 SMS, TYP.

L2x2x18GA W/
(2) #10 SMS EA
VERT, EA JOIST,
TYPICAL

400S137-43 W/
(2) #10 SMS @
EA STUD

400S137-43 @
16" O.C. TYPICAL

DIAGONAL BRACES @ 48" O.C.

(E) TJI 

WEB STIFFENER AS
REQUIRED, TYPICAL

(4) #10 x 1 1/2" RHWS
EA STUD.

STEEL JOIST

SEE RCP FOR LOCATIONS

24"x24" DOOR

(4) #10 SDST
SCREWS EA. SIDE

ACCESS DOOR

CAM 
LATCH

WALL FINISH, SEE PLANS FOR WALL TYPES
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 1/8" = 1'-0"2
SAT NOTES

 1 1/2" = 1'-0"3
SOFFIT FRAMING

 1 1/2" = 1'-0"4
SUSPENDED WATER HEATER PLATFORM DETAIL

 3" = 1'-0"5
MTL FRAMED CLG. ACCESS DOOR
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